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INTRODUCTION 
The County of Solano is the Lead Agency preparing an Environmental Impact Report (EIR) for the Solano360 
Specific Plan for the redevelopment of the Solano County Fairgrounds located in Vallejo, California.  Solano360, 
herein referred to as Project, will be a project that is unique to Solano County and outlying areas, and is intended 
to be a regional destination for entertainment, with supporting retail, hotel, office and other uses.    This report 
presents the Water Supply Assessment (WSA) prepared for the Project.  The City of Vallejo (City) is the water 
supplier for the Project.     

BACKGROUND 

The California Water Code requires coordination between land use lead agencies and public water suppliers to 
ensure that prudent water supply planning has been conducted and that planned water supplies are adequate to 
meet both existing and planned future project demands. Senate Bill 610 amended state law, effective January 1, 
2002, to improve the link between information on water supply availability and certain land use decisions made 
by cities and counties. The statute requires detailed information regarding water availability to be provided to the 
city and county decision makers before approval of specified large development projects. The statute also 
requires this detailed information be included in the administrative record that serves as the evidentiary basis for 
an approval action by the city or county on such projects.  

The Water Code clarifies the roles and responsibilities of the Lead Agency under CEQA and the water supplier with 
respect to describing current and future supplies compared to current and future demands, it defines the projects 
that are required to prepare a WSA, and the Lead Agency’s responsibilities related to the WSA. A WSA is required 
for: 

1.  A proposed residential development of more than 500 dwelling units; 

2.  A proposed shopping center or business establishment employing more than 1,000 persons or having 
more than 500,000 square feet of floor space; 

3.  A proposed commercial office building employing more than 1,000 persons or having more than 250,000 
square feet of floor space; 

4.  A proposed hotel or motel, or both, having more than 500 rooms; 

5.  A proposed industrial, manufacturing, or processing plant, or industrial park planned to house more than 
1,000 persons, occupying more than 40 acres of land, or having more than 650,000 square feet of floor area; 

6.  A mixed‐use development that includes one or more of the uses described above; 

7.  A development that would demand an amount of water equivalent to or greater than the amount of 
water required by a 500‐dwelling‐unit project; and  

8.  For Lead Agencies with fewer than 5,000 water service connections, any new development that will 
increase the number of water service connections in the service area by 10% or more.  
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The Lead Agency must identify the affected water supplier and ask the water supplier whether the new demands 
associated with the project are included in the suppliers’ Urban Water Management Plan (UWMP). If the UWMP 
includes the demands it may be incorporated by reference in the WSA (Water Code Section 10910[c][2]).  If the 
projected water demand associated with the proposed project was not accounted for in the most recently 
adopted urban water management plan, or the public water system has no urban water management plan, the 
water supply assessment for the project shall include a discussion with regard to whether the public water 
system's total projected water supplies available during normal, single dry, and multiple dry water years during a 
20‐year projection will meet the projected water demand associated with the proposed project, in addition to the 
public water system's existing and planned future uses, including agricultural and manufacturing uses (Water 
Code Section 10910[c][2]).  

The City has an adopted UWMP from 2005.  The water demands associated with the Project are not included in 
the 2005 UWMP.  The City is in the process updating its UWMP and will incorporate water demands associated 
with the Project in its updated UWMP which is scheduled to be completed in early 2012 (Sahin 2011).  The 2005 
UWMP is included as Appendix A, to this WSA. 

The Project is located within the City of Vallejo in Solano County (County).  The County and the City both serve as 
project participants under a Memorandum of Understanding originally adopted by the agencies on February 24, 
2009, and subsequently amended and restated on February 9, 2010, and amended again on February 1, 2011.  
The County and the City now wish to proceed with more detailed planning and environmental analysis.  
Accordingly the County has commissioned the preparation of a Specific Plan and EIR, which will provide detailed 
planning for portions of the project site, conceptual planning for the balance of the site, and environmental 
analysis of the proposed Specific Plan.   The County will be the lead agency for the Project.  The City of Vallejo is 
the water supplier for the Project.  The City, as the water supplier, is required to make a determination through 
the WSA whether sufficient water supplies are available to meet Project water demands. Assuming that the WSA 
makes this determination, Solano County would adopt the WSA as part of the CEQA documentation prepared for 
the Project. 

THE SOLANO360 SPECIFIC PLAN 

PROJECT LOCATION 

The 149.1 acre Solano County Fairgrounds site is located immediately southwest of the Interstate 80 and State 
Rout 37 interchange in the City of Vallejo, California, adjacent to the Six Flags Discovery Kingdom theme park and 
Lake Chabot.   

EXISTING LAND USE  

The Solano County Fairgrounds is owned by the County and is used as a fairgrounds and events site by the Solano 
County Fair Association, and as overflow parking for the adjacent Six Flags Discovery Kingdom.  On the fairgrounds 
site is a racetrack, for horse racing, as well as a golf course that is located on the infield of the racecourse.  The 
existing fairground structures, buildings, racecourse and golf course would be removed as part of the Project.   



 

Solano360 Specific Plan  3  Water Supply Assessment 

 

PROPOSED DEVELOPMENT 

The Specific Plan will provide a flexible land plan that accommodates a range of themed entertainment options 
and support uses, in a way that supports the heritage of the Solano County Fair and creates synergy with the 
adjacent Six Flags Discovery Kingdom.  The goal is to create an entertainment site with multiple attractions, 
resulting in a varied set of destinations for family activities, a robust year‐round program of activities and facilities 
for the Fair of the Future, and a pedestrian‐oriented core that encourages social gathering and fosters a strong 
sense of place (County of Solano 2011).   

The Conceptual Land Use Summary Table (Table 1, below) embodies the input received from discussions with the 
Solano County Fair General Manager regarding the future development of the Fairgrounds, and from 
representatives of various entertainment venues and industry experts regarding physical site and business 
operation requirements for entertainment uses. The land use concept is intended to facilitate upgrading and 
expansion of the Fairgrounds, development of “Entertainment‐ Mixed Use” venues and facilities that may be 
feasible in the near‐term, and creation of a larger parcel for a future “Entertainment‐Commercial” use and 
development of 50‐high density residential units vertically integrated above the commercial space.  The land use 
concept envisions a flexible framework for parcelization, so that the project can accommodate a variety of end 
users with various needs for parcel size and configurations. It will include adequate parking to maintain a 
successful entertainment district. 

The land use concept envisions a central water feature and Creek Park as a focal gathering point to help create a 
strong sense of place, aligned with a thematic “Main Street” spine that focuses on a proposed Exhibition Hall 
building within the Fairgrounds and offers a pedestrian‐friendly frontage for restaurants, shops, and gathering 
areas, with parking. There is also an opportunity for spillover uses with the Fair as a year‐round activity zone. 
The proposed preliminary major use zones and acreages are described in Table 1. 

TABLE 1.  CONCEPTUAL LAND USE SUMMARY  

Land Use 
Total Parcel
(Acres) 

Fairgrounds  35.18 
Entertainment‐Mixed Use  18.79 
Entertainment‐Commercial  30 

Fairgrounds Channel  17.91 
Transit Center  2.21 

Shared Public Parking  24.75 
Major Roads  14.28 
Creek Park  5.99 

Total  149.11 
Notes: 
1. Entertainment‐Mixed Use and Entertainment‐Commercial areas will allow for retail, hospitality and office uses. 
2. Land Use acreages assume surface parking lots for each parcel and an 18‐acre parking area. 
3. Parking is assumed at 125 cars/acre. 
4. Land use distribution subject to further refinement during the specific plan preparation process. 
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EXISTING AND PROJECTED WATER DEMANDS FOR THE PROJECT SITE 

EXISTING WATER DEMANDS 

Table 2 shows historical annual water use in acre‐feet per year (AFY) at the fairgrounds from 2000 through 2010.   

TABLE 2.  HISTORICAL WATER USE AT THE SOLANO360 PROJECT SITE 

Year  Total Water 
Use (AFY) 

2000  4.3 
2001  5.2 
2002  5.9 
2003  7.6 
2004  5.0 
2005  5.4 
2006  4.7 
2007  52.0 
2008  44.6 
2009  22.7 
2010  17.1 

Source: Ragan November 11, 2011 

Table 2 shows that annual water use data fluctuates greatly from 4.3 AFY in 2000 to a maximum annual use of 52 
AF in 2007.   The Solano County Fairgrounds manager explained that the meters were malfunctioning and that 
data prior to 2007 are unreliable.  In recent years the meters were replaced and provided a more accurate 
accounting of water use at the fairgrounds.   Water use in general at the fairgrounds fluctuates in large part due 
to the annual horse racing meet that has continued until the summer of 2009.  Water consumption increased 
dramatically for four to six weeks per year to maintain the racetrack surface, and to meet the needs of horses and 
the people associated with horses being on the grounds 24 hours per day. (Hales 2011).  Due to the 
inconsistencies in data prior to 2007, it is assumed that the average of the water use from 2007 to 2010 is 
representative of the annual water demand from the City’s water supply.  The average annual demand from 2007 
– 2010 is 34 AFY.    

In addition to the City water utilized at the fairgrounds, the golf course located on the interior of the racecourse is 
irrigated pursuant to the terms set forth in an agreement between the City and the Vallejo Golf Club.  The 
agreement allows for the use of Lake Chabot (located adjacent to the fairgrounds) for irrigation.  Lake Chabot is a 
non‐potable water supply source and is used for irrigation purposes only.  The agreement allows for up to 25 
million gallons (76.7 AF) to be used annually for free and sets forth the pricing structure should the Golf Club use 
in excess of its allotment.  According to the fairgrounds, the Golf Club has used on average 25‐30 million gallons 
(approximately 77 to 92 AF) per year of Lake Chabot water for irrigation (Hales 2011).   
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PROJECT WATER DEMANDS 

Water demands for the Project were estimated (Ragan November 16, 2011).  For planning purposes, the water 
demands for the Project were separated as either irrigation water demands, or non‐irrigation water demands.   It 
is assumed that all or a portion of the irrigation water demands could be met with non‐potable supplies, including 
Lake Chabot.   Capturing and reusing stormwater for irrigation along with existing non‐potable water sources is a 
design element of the Project.  This is discussed in more detail below.   

Table 3 lists the Solano360 Specific Plan areas and associated water demands.  The total annual water demand for 
the Project is 299.8 AFY (137.1 AFY Irrigation Demand, 162.7 AFY Non‐Irrigation Demand).   

TABLE 3.  SOLANO360 SPECIFIC PLAN PROJECTED WATER DEMANDS 

Land Use  Site Area 
(Acres) 

Annual Water Demands 

Million Gallons (MG)  Acre Feet (AF) 
Total Demands 

(Irrigation and Non‐
Irrigation) 

Irrigation  Non‐
Irrigation  Irrigation  Non‐

Irrigation  MG  AF 

Fairgrounds  35.18  13.2  2.5  40.5  7.7  15.7  48.2 

Entertainment‐Mixed Use  18.79  3.5  20.6  10.7  63.2  24.1  73.9 

Entertainment‐Commercial  30  13.8  27  42.4  82.9  40.8  125.3 

High Density Residential (50 du)  n/a  0  2.9  0  8.9  2.9  8.9 

Fairgrounds Channel  17.91  1.7  0  5.2  0  1.7  5.2 

Transit Center  2.21  0.3  0  0.9  0  0.3  0.9 

Shared Public Parking  24.75  3.4  0  10.4  0  3.4  10.4 

Major Roads  14.28  3.3  0  10.1  0  3.3  10.1 

Creek Park  5.99  5.5  0  16.9  0  5.5  16.9 

Total  149.11  44.7  53  137.1  162.7  97.7  299.8 

Notes: 
Irrigation water demands can be met by non‐potable supplies. 

Irrigation water demand for Fairgrounds includes demands associated with replenishing evaporative losses from water feature. 

Irrigation water demand for Creek Park includes demands associated with replenishing evaporative losses from water feature. 
Source: Ragan August 23, 2012 

The total increase in demand on the City’s water supply resulting from the Project is 188.8 AFY.  It is assumed that 
at least 77 AFY of irrigation demands will be met via Lake Chabot irrigation water.  Additionally, the 34 AFY of City 
water supply that has been historically used at the project site is subtracted from the total demand.  While a 
portion of the increase in water demands could be met via non‐potable supplies in the form of Lake Chabot 
irrigation water or other recycled water, it is assumed that the total increase in water demand will be met via City 
water supplies.  This is a conservative estimate.  Table 4 shows the increase in water demand when historical 
water use at the fairgrounds is taken into consideration. 
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TABLE 4.  NET INCREASE IN WATER DEMANDS AT PROJECT SITE 
RESULTING FROM SOLANO360 SPECIFIC PLAN 

Water Demand  Solano360
Specific Plan 

Historical/Existing 
at Plan Site 

Difference/ Net 
Increase  

Irrigation Water Demand  137.1  77  60.1 
Non‐Irrigation Water Demand  162.7  34  128.7 

Total  299.8  111  188.8 

 

CITY OF VALLEJO WATER SUPPLIES 

The City’s water system currently uses surface water as its sole source of supply.  No groundwater sources are 
used.  The City brings surface water from five different sources into three treatment plants in order to serve 
customers in two different counties (Solano and Napa) and on an active military base (Travis Air Force Base). 

The City has five sources of surface water: Solano Project Water, State Water Project, Vallejo Permit Water, Lakes 
Frey and Madigan, and Lake Curry.  Table 5 summarizes these surface water supplies including the capacity and 
safe yield of each surface water source in units of AFY.  The safe yield is the rate of surface water diversion from a 
basin for consumptive use over an indefinite period of time that can be maintained without producing negative 
effects.  (City of Vallejo 2006) 

TABLE 5.  SURFACE WATER SOURCES 

Source 
Water 

Entitlements 
(AFY) 

Safe Yield 
(AFY)  Remarks 

State Water Project (SWP)  5,600  5,600  Solano County Water Agency (SCWA) 

Vallejo Permit Water  22,800  22,800  Water rights and conveyance control with 
SCWA 

Solano Project Water  14,600  14,600  Annual entitlement from U.S. Bureau of 
Reclamation through SCWA 

Lakes Frey and Madigan  400  400  City water rights 

Lake Curry  3,750  3,750  City water rights 

Total  47,150  47,150 
Notes: 
Lake Curry was scheduled to be restored to full use after completion of the Lake Curry Water Conveyance Project.  This project has not been completed but 
is scheduled to be completed in 2015.  Until the project is complete, 1,500 AFY of entitlement is available. 
Source: City of Vallejo 2006 

State Water Project 

State Water Project (SWP) water is delivered from Lake Oroville through the Sacramento River to the North Bay 
Aqueduct (NBA) pumping facility at Barker Slough where it is pumped to the California Department of Water 
Resources (DWR) Forebay at Cordelia.  SWP water may be diverted to supply Travis Air Force Base before reaching 
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the DWR Forebay. From the DWR Forebay at Cordelia it is pumped by City facilities to the Fleming Hill Water 
Treatment Plant (WTP).    

Vallejo Permit Water 

Vallejo Permit Water is delivered from the NBA pumping facility at Barker Slough to the DWR Forebay at Cordelia.  
Vallejo Permit Water may be diverted to supply Travis Air Force Base before reaching the DWR Forebay.  From the 
DWR Forebay at Cordelia it is pumped by City facilities to the Fleming Hill WTP. 

Solano Project Water  

Solano Project Water (SPW) is delivered from Lake Berryessa via the Putah South Canal to the U.S. Bureau of 
Reclamation Terminal Reservoir in Cordelia.  From Cordelia it can be pumped to the Fleming Hill WTP or via 
Solano Irrigation District’s distribution facilities to the Green Valley WTP. 

Lakes Frey and Madigan 

Lakes Frey and Madigan are located in northern Solano County.  The City owns both lakes and the surrounding 
land.  Water flows from Lake Madigan into Lake Frey and then into the diversion dam, from whence the water 
continues to flow under gravity through a pipe into the Green Valley WTP located at the end of Green Valley 
Road.  Lakes Frey and Madigan and Lake Curry are collectively known as the “Vallejo Lakes System.” 

Lake Curry 

Lake Curry, the largest lake in the “Vallejo Lakes System,” is a standby source for the City located in Napa County.  
The City owns the lake and surrounding land.  Lake Curry has a storage capacity of 10,700 AF and a yield of about 
3,750 AFY.  The Lake is not currently in use as a drinking water raw water source, although lake water is being 
used for in‐stream flow into Suisun Creek.  The lake is scheduled to be restored to full use again as soon as new 
conveyance facilities are put in place.  The projected completion date for the Lake Curry Water Conveyance 
Project is 2015 (Sahin 2011). 

CITY OF VALLEJO HISTORICAL AND PROJECTED WATER USE 

CITY OF VALLEJO HISTORICAL WATER USE 

Surface water production from 1985 to 2010 by the Fleming Hill water system is presented in Table 6.  The City 
determines its total supplies based on annual water production at the City’s Fleming Hill WTP, which is accurately 
recorded.  The annual production figures are representative of the amount of water received by the City from its 
wholesale water supplies due to the lack of significant raw water users of the City’s untreated supplies.   
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TABLE 6.  CITY OF VALLEJO, HISTORICAL WATER PRODUCTION 
FLEMING HILL WATER SYSTEM 

Year  Annual Production
(AFY)

1985  19,291 
1986  20,467 
1987  21,127 
1988  22,146 
1989  22,617 
1990  21,732 
1991  21,990 
1992  21,183 
1993  19,851 
1994  17,981 
1995  19,437 
1996  18,709 
1997  20,254 
1998  19,090 
1999  20,433 
2000  20,814 
2001  20,377 
2002  20,736 
2003  20,242 
2004  20,545 

Source: City of Vallejo 2006 

CITY OF VALLEJO PROJECTED WATER USE 

For purposes of water supply and demand planning, the City breaks its water use into four main categories: (1) 
single family residential; (2) multi‐family residential; (2) commercial, industrial, institutional, landscaping, 
governmental, and recreational (CILGR); and (4) other.    Water demands through the year 2025 were estimated 
or the Vallejo Water Systems based on unit water use factors; housing and employment projections; and 
projections for non‐billed metered use and unaccounted for water from the 2005 UWMP (City of Vallejo 2006).   

Water demands were projected through 2025 in the 2005 UWMP.  To account for the 20 year supply/demand 
analysis required for this WSA, water demands through 2035 were estimated.  Water demands through 2035 
were extrapolated using the data presented in the 2005 UWMP.  In the 2005 UWMP, water demands for all 
categories were constant from 2020 to 2025 (except the Vallejo Lakes System which increased in 10 AF 
increments every five years, and Travis AFB Deliveries which reached maximum water demand in 2025).   For 
purposes of this WSA, it was assumed that water demands in 2030 and 2035 would be the same as in 2025.  The 
increase by 10 AF every fiver years for the Vallejo Lakes System was carried forward in 2030 and 2035.  Projected 
water demands by category are presented in Table 7. 
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It should be noted that the 2005 UWMP included water demands for three planned redevelopment projects in its 
service area: (1) Vallejo Station and Waterfront Development Project, (2) Downtown Vallejo Redevelopment 
Project and (3) Mare Island Redevelopment Project.    The 2005 UWMP acknowledged the planned 
redevelopment of the Solano County Fairgrounds.  The UWMP determined that redevelopment plans for the 
fairgrounds were not detailed enough to assess the impact of this project on water supply.     

TABLE 7.  CITY OF VALLEJO PROJECTED WATER DEMANDS BY CATEGORY 
IN ACRE‐FEET PER YEAR (AFY) 

 
Category  2010  2015  2020  2025  2030  2035 

City of Vallejo Water System  24,290  25,690  27,140  27,140  27,140  27,140 

Vallejo Lakes System  340  350  360  370  380  390 
Wholesale Customers 
      Travis AFB Deliveries  3,860  4,330  4,790  5,250  5,250  5,250 
      City of Benicia  1,100  1,100  1,100  1,100  1,100  1,100 
      City of American Canyon  750  750  750  750  750  750 
     Subtotal  5,710  6,180  6,640  7,100  7,100  7,100 
Other Demands  1,000  1,000  1,000  1,000  1,000  1,000 

Solano360 Specific Plan  0  94.4  188.8  188.8  188.8  188.8 
Total Demands  31,340  33,314  35,329  35,799  35,809  35,819 
 
Notes: 

1. City of Vallejo System includes Single Family, Multi‐Family, Commercial, industrial, institutional, landscaping, governmental, recreational, non‐
billed metered use, unaccounted for water and golf course irrigation.   

2. Water demands associated with the Project are assumed to be 50% of total anticipated demand in 2015.  Build‐out of project expected by 
2020. 

Source: City of Vallejo 2006 
 

COMPLIANCE WITH PROVISIONS OF THE WATER CODE 

RESPONSIBILITIES OF THE LEAD AGENCY 

Solano County is the CEQA Lead Agency responsible for evaluating the environmental impacts of the Project in 
compliance with CEQA, certifying the EIR, and issuing the associated entitlements.  

The City of Vallejo would be the water purveyor for the Project and would be the agency responsible for approval 
of the WSA.  The WSA must do the following: 

► Determine the sufficiency of the supply to meet the project demands under normal, single dry and multiple 
dry years over a 20‐year projection.  

► Identify existing water supply entitlements and water rights for the proposed project and quantify water 
received in prior years pursuant to these existing entitlements and rights.  
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REQUIREMENTS OF THE WSA 

The California Water Code Sections 10910–10915 require that a WSA for a project include the following 
information:   

► A description and quantification of the existing and planned water sources.  

► A description of the reliability and vulnerability of the water supply to seasonal or climatic shortages in the 
average water year, single dry water year, and multiple dry water year during a 20‐year projection.  

► Contingency plans including demand management and conjunctive use potential.  

► A description of current and projected water demands 

► A description of all water supply projects and water supply programs that may be undertaken by the water 
purveyor to meet the total projected water use.  

The following analysis presents the WSA for the Solanod360 Specific Plan in compliance with the requirements of 
the Water Code.  The Solano360 WSA is structured accordingly. 

DETERMINE WHETHER PROJECT IS SUBJECT TO THE CALIFORNIA ENVIRONMENTAL QUALITY ACT (CEQA). 
[WATER CODE SECTION 10910(A)] 

Solano County has made the determination that the Project is subject to CEQA and is a “project” as defined by 
Water Code Section 10910(a) because it would result in a mixed‐use development on 149.1 acres that includes an 
145,000 square foot exposition hall (part of the new fairgrounds), 329,314 square feet of private development  
areas including entertainment mixed use and commercial mixed use, 50 high‐density residential units, as well as a 
park and water feature.   This combination of land‐uses and associated water demands within the project site 
result in a WSA being necessary. 
 

IDENTIFY THE PUBLIC WATER SYSTEM THAT WILL SUPPLY WATER FOR THE PROJECT [WATER CODE SECTION 
10910(B)] 

The City of Vallejo (City) is the water purveyor for the Project.   

IS THERE AN ADOPTED URBAN WATER MANAGEMENT PLAN (UWMP)? ARE THE PROJECTED WATER 

DEMANDS ASSOCIATED WITH THE PROPOSED PROJECT ACCOUNTED FOR IN THE MOST RECENTLY 
ADOPTED URBAN WATER MANAGEMENT PLAN? [WATER CODE SECTION 10910(C)] 

The City has an adopted UWMP (February 2006).  This UWMP references the Project but stated in 2006 that there 
was not enough information to estimate the water demands for the project to account for it in the UWMP.  The 
City is currently updating its UWMP (draft due in April 2012) and the water demands for the Project will be 
included in this update.  The 2005 UWMP is included as Appendix A in this WSA. 
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IDENTIFY EXISTING WATER SUPPLIES FOR THE PROJECT 
[WATER CODE SECTION 10910(D)] 

Section 10910(d)(1) requires identification of existing water supply entitlements, water rights, or water service 
contracts relevant to the Project and a description of the quantities of water obtained by the City pursuant to 
these water supply entitlements, water rights, or water service contracts in previous years.  

SURFACE WATER SUPPLIES 

The City’s surface water sources and supplies are described in detail above.  The City’s water supply sources are 
subject to variation in availability due to a variety of factors.  Different sources of water supplies have different 
historical dry year sequences, and different yields during multiple year drought conditions based on hydrology, 
available storage, contract entitlements, water characteristics, etc. (City of Vallejo 2006).  A projection of available 
water supply for each separate water supply source is presented below, in Table 8, expressed as a percentage 
reduction in full entitlement.  The assumptions for percent availability of each water source are discussed in detail 
in the UWMP (City of Vallejo 2006).   

TABLE 8.  PERCENT OF ENTITLEMENT AVAILABLE IN NORMAL AND DRY WATER YEARS 

Water Supply  Normal Single Dry Second Dry Third Dry 
State Water Project  90% 61% 50% 39% 
Vallejo Permit Water  100% 85% 80% 75% 
Lakes Frey & Madigan  100% 80% 75% 75% 

Lake Curry  100% 80% 75% 75% 
Solano Project  99% 98% 95% 92% 

Source: City of Vallejo 2006 

The City’s surface water supplies were adjusted for normal and dry years.  Table 9 presents annual water supply 
projections for the next twenty years accounting for the water entitlement reduction under normal, dry, and 
multiple dry years.   
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TABLE 9.  ADJUSTED WATER SUPPLIES FOR NORMAL AND DRY WATER YEARS 
ACRE FEET PER YEAR 

Water Year  2010  2015  2020  2025  2030  2035 

Normal Year                      
State Water Project  10%   5,040   5,040   5,040   5,040   5,040    5,040 
Vallejo Permit Water  0%  22,800  22,800  22,800  22,800  22,800   22,800 
Lakes Madigan/Frey  0%  400  400  400  400  400   400 

Lake Curry  0%   1,500   3,750   3,750   3,750   3,750    3,750 
Solano Project Water  1%  14,454  14,454  14,454  14,454  14,454   14,454 
Normal Year Total     44,194  46,444  46,444  46,444  46,444   46,444 

Single Dry Year 
State Water Project  39%  3,416   3,416   3,416   3,416   3,416    3,416 
Vallejo Permit Water  15%  19,380  19,380  19,380  19,380  19,380   19,380 
Lakes Madigan/Frey  20%  320  320  320  320  320   320 

Lake Curry  20%  1,200   3,000   3,000   3,000   3,000    3,000 
Solano Project Water  2%  14,308  14,308  14,308  14,308  14,308   14,308 
Single Dry Year Total     38,624  40,424  40,424  40,424  40,424   40,424 

Second Dry Year 
State Water Project  50%  2,800   2,800   2,800   2,800   2,800    2,800 
Vallejo Permit Water  20%  18,240  18,240  18,240  18,240  18,240   18,240 
Lakes Madigan/Frey  25%  300  300  300  300  300   300 

Lake Curry  25%  1,125   2,813   2,813   2,813   2,813    2,813 
Solano Project Water  5%  13,870  13,870  13,870  13,870  13,870   13,870 
Second Dry Year Total     36,335  38,023  38,023  38,023  38,023   38,023 

Third Dry Year 
State Water Project  61%  2,184   2,184   2,184   2,184   2,184    2,184 
Vallejo Permit Water  25%  17,100  17,100  17,100  17,100  17,100   17,100 
Lakes Madigan/Frey  25%  300  300  300  300  300   300 

Lake Curry  25%  1,125   2,813   2,813   2,813   2,813    2,813 
Solano Project Water  8%  13,432  13,432  13,432  13,432  13,432   13,432 
Third Dry Year Total     34,141  35,829  35,829  35,829  35,829   35,829 

Source: City of Vallejo 2006 

OTHER WATER SUPPLIES 

A purple‐pipe system, with the ability to deliver reclaimed, recycled, non‐potable water supply is a component of 
the Project. The purple‐pipe system will be installed in accordance with Title 22 standards for recycled water use 
in the event recycled water becomes available. 

The Vallejo Sanitation and Flood Control District (VSFCD) prepared a wastewater treatment and reclaimed water 
feasibility study in 2003. The study concluded that constructing a city‐wide reclaimed water system was not 
economically feasible. However, the VSFCD has long term goals of implementing such as system sometime in the 
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future. Benefits of the system include a reduction in potable water demand as well as reducing water quality 
impacts on the Bay associated with wastewater discharge (County of Solano 2011).  

As mentioned previously, the golf course is irrigated with non‐potable supply  through an agreement with the 
City.  Approximately 77 AFY has been used on the golf course that will be removed as part of the Project.  Because 
of its proximity to the Project site (Lake Chabot is adjacent to the site) and the existing facilities in place to supply 
water, it is assumed that the water historically used from Lake Chabot to irrigate the golf course, will be available 
for use to meet irrigation demands for the Project.  While water supplies from Lake Chabot in excess of 77 AFY 
may be available, it is assumed that 77 AFY of irrigation water supply via Lake Chabot is available in all water year 
types (normal, dry, multiple dry years).   

WATER SUPPLY CONTRACTS & ENTITLEMENTS 

The City’s existing water supply entitlements are described in detail above.  Further details about the City’s water 
supplies are in the UWMP (see Appendix A).   

The existing agreement and first amendment to the agreement, between the Vallejo Golf Club and the City of 
Vallejo whereby the City discusses the use of Lake Chabot water for irrigation on the golf course at the 
fairgrounds, is included as Appendix B.  Because the water supply from Lake Chabot that was used to meet the 
irrigation demands of the golf course would no longer be used (the golf course is being removed as part of the 
Project), it is assumed that an agreement will be made to use Lake Chabot water supply some or all of the 
irrigation demands for the Project. 

WATER CODE SECTION 10910(D)(2)(B) REQUIRES INFORMATION RELATED TO COPIES OF THE CAPITAL OUTLAY PROGRAM 

FOR FINANCING THE DELIVERY OF THE IDENTIFIED WATER SUPPLY. 

All facilities and infrastructure necessary to deliver the water supply to the Project site are in place and no new 
construction would be required.  Water storage tanks exist throughout the City. Based on information provided by 
the City Water Division, development of the Project site will not trigger the need for any additional storage 
(County of Solano 2011). 

Existing public pipelines exist within Fairgrounds Drive, Sage Street and Coach Lane. There are two public water 
connections and meters to the site.  One is located at the north end of the site off of Sage Street. The second is 
located at the south end of the site off of Coach Lane.  A Public Facilities Financing Plan (PFFP) is currently being 
prepared.  The PFFP will discuss the methods by which all infrastructure within the Plan Area will be financed.  
This is scheduled for release in December 2011. 

 
WATER CODE SECTION 10910(D)(2)(C) REQUIRES INFORMATION RELATED TO FEDERAL, STATE, AND LOCAL PERMITS FOR 

CONSTRUCTION OF INFRASTRUCTURE NECESSARY FOR DELIVERING THE WATER SUPPLY.  

All infrastructure necessary for delivering the water supply to the Plan Area has been constructed.  No new 
infrastructure is necessary and therefore no permits will be required.  Any permits required for construction of 
infrastructure for delivering water within the Plan Area will be addressed in the EIR. 
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WATER CODE SECTION 10910(D)(2)(D) REQUIRES INFORMATION RELATED TO ANY REGULATORY APPROVALS REQUIRED FOR 

DELIVERY OF THE WATER SUPPLY. 

As described above, the City’s infrastructure for delivering water to the Plan Area is complete.  No regulatory 
approvals are needed.    

IDENTIFY PARTIES DEPENDENT ON PROPOSED SUPPLY. [WATER CODE SECTION 10910(E)] 

The intent of this section is to identify any potential conflicts that may arise from the exercise of water supply 
entitlement, water right, or water service contract to serve a proposed project if such water supply entitlement, 
water right, or water service contract has not been previously exercised.  

The City will not be exercising any water supply entitlements, water rights or water service contracts to serve the 
Project area that have not previously been exercised.  It is not anticipated that there will be any conflicts resulting 
from the use of the City’s water supply in the Plan Area. 

SUPPLY RELIABILITY 

COMPARISON OF AVAILABLE WATER SUPPLIES AND DEMAND 

The City employs a five stage water‐shortage response plan which is triggered at prescribed levels.  Water‐
shortage stages are monitored, reported and acted upon according to the plan set out in the reduction‐measuring 
mechanism for each stage.  Each stage consists of specific prohibitions, regulations, fines, penalties and rate 
structure to encourage the appropriate level of water conservation.  The City’s analysis of available supply and 
demand have indicated that the City is not anticipated to have to implement any conservation above Stage II.  
Following the guidelines set forth in the City’s UWMP, in instances where water demand has exceeded 90 percent 
of available supply, Stage II water shortage requirements are necessary.   

In dry years, the City reduces its demand internally, by implementing system‐wide efficiencies within the City’s 
distribution system.  This results in 1%, 2% and 3% demand reductions in single dry year, second dry year, and 
third dry year sequences respectively.  The City achieves these demand reductions by reducing its operational use 
of water, such as by limiting or eliminating water line flushing, etc. (City of Vallejo 2006).  These demand 
reductions occur before drought‐response measures are implemented and required of the City’s water 
customers.   

Available water supplies were compared to projected demands within the City, including the Project, in normal, 
dry and multiple dry years.  The results are shown in Table 10.  Table 10 shows that in Normal and Single Dry 
Water Years, the City’s water supplies are sufficient to met projected demands.  Normal and Single Dry Year water 
demand would not exceed 90 percent of supply in any year.  Normal water demand would exceed 90% of supply 
in a projected Second Dry Year in 2020, 2025, 2030 and 2035.  A system‐wide water use reduction on the order of 
5 percent would be expected.  The effect of the demand reduction by drought response measures is shown in 
Table 10.  The 5 percent reduction would result in water demands no longer exceeding 90 percent of available 
supplies. 
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Normal Water Year demand would exceed 90 percent of available supply in a projected Third Dry Year sequence 
in 2015, 2020, 2025, 2030, 2035.  A system‐wide water use reduction on the order of 10 percent would be 
expected.  The effect of the demand reduction by drought response measures is shown in Table 10.  The 10 
percent reduction would result in water demands no longer exceeding 90 percent of available supplies.  Table 10 
shows that during Second and Third Dry Year sequences, a Stage II water shortage response (demand reduction of 
up to 10 percent of normal usage) would result in supplies at or exceeding 90 percent of demands. 
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TABLE 10.  COMPARISON OF CITY OF VALLEJO WATER SUPPLIES AND PROJECTED WATER DEMANDS 

Water Year  2010  2015  2020  2025  2030  2035 
Normal Year 
Supply  44,194  46,444  46,444  46,444  46,444  46,444 
 Demand  31,340  33,314  35,329  35,799  35,809  35,819 
Difference = Surplus or (Deficit)  12,854  13,130  11,115  10,645  10,635  10,625 
Difference (as percentage of supply)  29%  28%  24%  23%  23%  23% 

Single Dry Year 
Supply  38,624  40,424  40,424  40,424  40,424  40,424 
Demand  31,340  33,314  35,329  35,799  35,809  35,819 
System Efficiencies (1% Vallejo City System)  (243)  (257)  (271)  (271)  (271)  (271) 
Difference = Surplus or (Deficit)  7,527  7,367  5,366  4,896  4,886  4,876 
Difference (as percentage of supply)  19%  18%  13%  12%  12%  12% 

Second Dry Year 
Supply  36,335  38,023  38,023  38,023  38,023  38,023 
Demand  31,340  33,314  35,329  35,799  35,809  35,819 
System Efficiencies (2% Vallejo City System)  (486)  (514)  (543)  (543)  (543)  (543) 
Difference = Surplus or (Deficit)  5,481  5,223  3,237  2,767  2,757  2,747 
Difference (as percentage of supply)  15%  14%  9%  7%  7%  7% 
Demand with Drought Response  30,854  32,800  33,047  33,493  33,503  33,512 
Difference With Drought Response  5,481  5,223  4,976  4,530  4,520  4,511 
Difference with Drought Response 
(percentage of supply)  15%  14%  13%  12%  12%  12% 

Third Dry Year 
Supply  34,141  35,829  35,829  35,829  35,829  35,829 
Demand  31,340  33,314  35,329  35,799  35,809  35,819 
System Efficiencies (3% Vallejo City System)  (729)  (771)  (814)  (814)  (814)  (814) 
Difference = Surplus or (Deficit)  3,530  3,286  1,314  844  834  824 
Difference (as percentage of supply)  10%  9%  4%  2%  2%  2% 
Demand with Drought Response  30,611  29,289  31,063  31,486  31,495  31,504 
Difference With Drought Response  3,530  6,540  4,766  4,343   4,334   4,325 
Difference with Drought Response 
(percentage of supply)  10%  18%  13%  12%  12%  12% 

Notes: 
1. Annual water demands shown in Table 10 include all City demands (Vallejo City System, Vallejo Lakes System, Travis, Benicia, American Canyon and 

Other as well as the water demands associated with the Project. 
2. System efficiency demand reduction based on data presented in City’s UWMP and is for sub‐category Vallejo City System which is only a portion of the 

total water demands shown above.   
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SUPPLY RELIABILITY ASSESSMENT 

The City’s total projected water supplies during normal and single‐dry years during a 20 year projection will meet 
the projected water demands associated with the Project in addition to existing and planned future uses.  Annual 
supplies will exceed demands on the order of 12 to 29 percent per year. 

In a multiple dry year sequence, specifically a “Second Dry Year”, the City’s total projected water supplies will fall 
within 90 percent of projected water demands in 2020, 2025, 2030 and 2035.  Reductions in demands by 5 
percent in those years, pursuant to Stage II of the City’s Water Shortage Response Plan would result in available 
supplies to meet demands.  A reduction in demands by 5 percent in these years would ensure that water 
demands do not exceed 90 percent of available supplies. 

During a “Third Dry Year” the City’s total projected water supplies will fall within 90 percent of projected water 
demands in 2015, 2020, 2025, 2030 and 2035.  Reductions in demands by 10 percent in those years, pursuant to 
Stage II of the City’s Water Shortage Response Plan would result in available supplies to meet demands.  A 
reduction in demands by 10 percent in these years would ensure that water demands do not exceed 90 percent of 
available supplies. 

Provided that water demands are reduced in multiple dry years; 5 percent demand reduction in a second dry year 
in 2020, 2025, 2030 and 2035) and 10 percent demand reduction in a third dry year in 2015, 2020, 2025, 2030 and 
2053, the City currently has sufficient existing water supply to meet the projected water demands of the proposed 
Project while continuing to support its existing customers and the demands of other planned development.   
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